Ground source heat pump (GSHP) systems that use a direct expansion method are expected to have higher energy-saving performance than conventional air conditioning systems. The heat transfer rate is evaluated by measuring the temperature, humidity, and flow rate at the indoor unit of the GSHP system. However, it is difficult to evaluate the flow rate by measuring the flow velocity distribution at the outlet of the indoor unit. In this study, the Scanning PIV method is proposed to improve the accuracy of the flow rate measured by hot wire anemometers. The flow rates obtained by the hot wire anemometers were 60.6% and 15.2% higher than those from the PIV method during cooling and heating operation, respectively. Compensation formulas are generated using the results of the Scanning PIV method to correct the measurements from the hot wire anemometers. This compensation formula reduced the error generated by the nonuniformity of velocity distribution. It was 60.6% to 2.5% in cooling operation and 15.2% to 0.9% in heating operation, respectively. The compensation formulas were applied to evaluate the performance of a GSHP system, and the result shows that the GSHP system provides improved performance stability compared to traditional air conditioning systems.
ground source heat pump (GSHP) has superior energy-saving performance. In conventional GSHPs, antifreeze liquid is used as the heat exchange medium that flows underground. The heat exchange between the antifreeze liquid and the ground soil is proportional to temperature difference between them, so the performance of the heat exchanger is strongly influenced by any heat losses. Therefore, the depth of the borehole must be over 100 m, which increases the initial cost of a GSHP system [1] . In contrast, GSHP systems that use the direct expansion method are expected to have higher energy-saving performance than conventional GSHPs [2] . In GSHPs using the direct expansion method, the refrigerant (Freon) flows through copper tubes between the indoor unit and the underground heat exchanger. This system performs direct heat exchange with underground soil. Therefore, the depth of the borehole can be shortened from 100 m to 30 m, yet the performance of these GSHP systems is expected to be higher than that of conventional GSHP systems.
The heating/cooling performance of conventional air conditioning systems is measured using the air enthalpy method [3] , which requires installing the air conditioning system in a large facility. This evaluation method is not applicable to GSHP systems because they are installed underground. Therefore, we evaluated the heat transfer rate by measuring the enthalpy difference of the air within the indoor unit of the GSHP system. The enthalpy was obtained by measuring the temperature, flow rate, and humidity at the inlet and outlet of the indoor unit. Hot wire anemometers were installed for flow rate measurement [2] and the flow rate is calculated as the product of the velocity by hot wire anemometer and the area of the outlet. In this calculation, the velocity distribution is regarded to be uniform. However, the flow velocity distribution on the outlet of the indoor unit is not uniform and it generates the measurement error.
To measure the flow distribution on the outlet of the indoor unit (y: direction of the main flow), stereoscopic particle image velocimetry (Stereo PIV) can be applied to measure the velocity field of the outlet and x-z plane is selected as visualized area of PIV to measure whole flow field. However, the precision of velocity measurement in y-direction is expected to be lower than x-and z-direction-the precision in the normal direction is worse than in parallel direction [4] . The scanning PIV method was proposed to measure the three-dimensional (3-D) velocity field, and y-z plane can be selected as measurement plane [5] [6]. Velocity fields in x-direction can be evaluated by 3D reconstruction. However, the scanning speed is restricted by the flow velocity and the frame rate of the camera. Furthermore, it is necessary to inject fogging liquid to generate smoke for the flow visualization of PIV, which restricts measurement time. Therefore, a combined measurement method must be developed using the hot wire anemometer and scanning PIV method.
In this study, the scanning PIV method is proposed to compensate the meas- 
Experimental Apparatus and Procedure
The GSHP system consists of the heat pump and the air/refrigerant heat ex- Figure 2 . Thus, the contiguous images overlapped for 95% of each visualized area, so the PIV method could be applied to contiguous images. The direct cross-correlation method was selected as the analytical algorithm for the PIV method. The rotation rate of the blower of the indoor unit was fixed during the measurement.
In this study, the COP was used for performance evaluation of the GSHP using direct expansion method. The flow rate and COP can be calculated as follows, 1) The smoke generator supplies smoke to the inlet of the indoor unit; the smoke exits through the outlet duct.
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2) The diode laser illuminates the particles of smoke at the outlet of the duct.
3) The high-speed camera takes pictures of the illuminated particle.
4) The diode laser and the camera traverse to the end of the duct.
5) The analytical software analyzes the particle pictures; the flow velocity distribution is analyzed. were set to improve the uniformity of room temperature. Therefore, the compensation formulas between the anemometer and PIV are evaluated for each operating mode. The compensation formulas were obtained using the least squares method:
Results and Discussion
a 1 = −1.18, a 2 = 0.848 in cooling operation. a 1 = −2.13, a 2 = 1.16 in heating operation. The flow rates measured using anemometers were successfully compensated by applying these formulas. Therefore, we were able to measure the flow rate of the indoor unit for a long time with high accuracy. The average differences between the compensated flow rate and the flow rate by the PIV method were 0.8% in cooling operation and 2.5% in heating operation, respectively.
These are generated from the error of curve fitting of least square method. It shows that the difference is smaller than the uncertainty of velocity measurement and the secondary expression is enough for the curve fitting. Therefore, hot wire anemometers can be used to continuously evaluate the flow rate of the GSHP system with the same level of accuracy as the scanning PIV method. system will contribute not only enhanced energy generation, but also enhanced electrical capacity stability.
Conclusion
The scanning PIV method was proposed to measure the flow rate distribution through the indoor unit of a GSHP system. The flow rate measured by the scanning PIV method was used to compensate for the flow rate measured by hot wire anemometers. The compensation formula was successfully evaluated, and it reduced the error generated by the nonuniformity of velocity distribution (60.6% to 2.5% in cooling operation and 15.2% to 0.9% in heating operation). This measurement method was applied to evaluate the time variation of the COP of a GSHP system. The results show that the COP was much higher than a conventional air conditioning system, and it was stable throughout the day.
